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-Plant material hoist 
Plant power W”lS 
Welders 

Refuse bin gate 
op. Room lheat/cool 
MCC heal/cool 



NO. 
RTi”es 

2 
2 
1 
1 
3 
3 
1 

SPARE 
(STARTER LIST) & (BREAKER LIST) 

lolyge 

480 
480 
480 
480 
480 
480 
480 
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PLANT LIGHTING 

1 - 45 KVA Transformer 480/208-l 20 30 
1 - Power Panel 2081120 30 32 CKT with 200 amp main breaker 

Branch breakers 20 - 20 amp 2-pole 
10 - 20 amp l-pole 

OUTSIDE CONVEYOR LIGHTING 

1 - 30 KVA Transformer 480/208-120 30 
1 - Power Panel 208/120 30 24 CKT with 125 amp main breaker 

Branch breakers 14 - 20 amp 2-pole 
4 - 20 amp l-pole 

PLANT SERVICE RECEPTACLES 

1 - 45 KVA Transformer 480/208-120 30 
1 - Power Panel 208/120 30 42 CKT with 200 amp main breaker 

Branch breakers 30 - 20 amp 1 -pole 
6 - 30 amp 2-pole 
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WILLOW LAKE MINE? 
COAL PREPARATION PLANT 

PRELIMINARY ELECTRICAL REQUIREMENTS 

screen #I 1 30 480 40 3 3 70 x 
6’ x 20’ coarse cd drain and rinse 19 
screen 112 I 30 480 40 3 3 70 X 
10’ x 20’ coarse refuse drain and rinse 20 
scree,, 1 50 480 65 3 3 150 x 
6’ Y 2O’mall coal drain and rinse 21 
*Creel, #I 1 30 480 40 3 3 70 x 
6’ x 2”’ mu,, coal drain and rinse 22 
screen #2 I 30 4.80 40 3 3 70 X 
8’ x 16’ ~msll refuse drain and rinse 23 
Screen I 30 480 40 3 3 70 x 
Heavy media wssei I 20 480 27 3 3 2 50 x 24 

(A) Also Provide Long Lead Filler 8 Line Reactor *‘REVISION DATE FEBRUARY 27. 2001 


